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DIAGONAL DISTANCE

LIFE SAFETY LEGEND LIFE SAFETY NOTES
1. GENERAL CONTRACTOR TO VERIFY THAT FIRE EXTINGUISHERS ARE LOCATED WITHIN 
A MAXIMUM TRAVEL DISTANCE OF 75' - 0" AND ARE OF THE CORRECT TYPE. PROVIDE 
FIRE EXTINGUISHERS AS REQUIRED TO MEET LOCAL CODE REQUIREMENTS. 

2. GENERAL CONTRACTOR SHALL VERIFY EXACT TYPES, QUANTITIES, AND LOCATIONS 
OF FIRE EXTINGUISHERS WITH AHJ AND SHALL PROVIDE AND INSTALL AS REQUIRED. 

3. CONSULT WITH FIRE MARSHAL / AHJ ON EXACT PLACEMENT OF KNOX BOX (IF 
REQUIRED). 

4. SEE CODE SUMMARY AND CODE REFERENCES FOR MORE INFORMATION. 

5. SEE CIVIL DRAWINGS FOR EXTENTS OF SIDEWALKS, ETC.

DISTANCES BETWEEN EXITS 

XX
XXX

DIRECTION OF EGRESS

NUMBER OF OCCUPANTS

MAXIMUM NUMBER OF EGRESS OCCUPANTS 
PER EGRESS COMPONENT AT 0.2 INCH PER 
WIDTH OF DOOR EGRESS COMPONENT & AT 0.3 
INCH PER WIDTH AT STAIR COMPONENT.

EXIT SIGN. SHADED AREA INDICATES VIEWABLE 
DIRECTION

FIRE EXTINGUISHER - HAVE FIRE MARSHAL APPROVE 
INTENDED LOCATIONS BEFORE INSTALL

FE
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SCALE: 3/16" = 1'-0"1 FIRST FLOOR
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9,000 SF


