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CEILING LEGEND

EXISTING 2'X2' BUILDING STANDARD SUSPENDED CEILING GRID TO REMAIN AT 8'-6"
A.F.F. PROVIDE NEW 2'X2' BUILDING STANDARD ACT TILE

S

DENOTES NEW LED RECESSED DOWNLIGHT FIXTURE. WHITE TRIM/ WHITE BAFFLE.
SPEC: T.B.D.D

DENOTES BUILDING STANDARD SWITCH.

DENOTES THREE WAY-SWITCH. COORDINATE TO BUILDING STANDARD STYLE.

DENOTES J-BOX AT OPEN STRUCTURE

DENOTES BUILDING STANDARD EXIT SIGN.

DENOTES NEW HI-BAY PENDANT LIGHT FIXTURE. PROVIDE ABOVE CEILING ADEQUATE
SUPPORT AND JUNCTION BOX FOR POWER CONNECTION.SPEC:

CEILING KEYNOTES

DENOTES DIMMER SWITCH TO COORDINATE TO BUILDING STANDARD STYLE SWITCH.

S
3

S
d

J

NOTES:  CONTRACTOR IS TO REFER TO GENERAL NOTES FOR BASIC PROJECT GUIDELINES, KEYNOTES
AND LEGENDS TO PROVIDE SPECIFIC SCOPE OF WORK.  CONTACT HHDA FOR ANY PROJECT SCOPE
CLARIFICATIONS.  KEYNOTES ARE USUALLY KEYED AND NOTED "TYPICAL" ONLY ONCE, WHEN THEY FIRST
OCCUR, AND ARE REPRESENTATIVE OF SIMILAR CONDITIONS THROUGHOUT, U.O.N.

ID30

DENOTES NEW WALL SCONCE LIGHT FIXTURE.
SPEC: T.B.D.

REFLECTED CEILING
PLAN & POWER/

COMMUNICATIONS PLAN

P1 SAW CUT TRENCH TO RUN POWER TO NEW ISLAND.  RUN TO NEAREST WALL.

TB TELEPHONE BOARD.

CP

EP

PTR

PS

ELECTRICAL PANEL.

DENOTES RECEPTACLE THAT WILL
SUPPORT WATER HEATER. CIRCUIT
APPROPRIATELY.

DENOTES RECEPTACLE THAT WILL
SUPPORT REFRIGERATOR. PROVIDE
DEDICATED OUTLET. CIRCUIT
APPROPRIATELY.

DENOTES RECEPTACLE THAT WILL
SUPPORT MICROWAVE. PROVIDE
DEDICATED OUTLET. CIRCUIT
APPROPRIATELY.

DENOTES RECEPTACLE THAT WILL
SUPPORT DISHWASHER. PROVIDE
DEDICATED OUTLET. CIRCUIT
APPROPRIATELY.

DENOTES RECEPTACLE THAT WILL
SUPPORT GARBAGE DISPOSAL.
CIRCUIT APPROPRIATELY.

DENOTES RECEPTACLE THAT WILL SUPPORT
COPIER MACHINE. PROVIDE DEDICATED
OUTLET. CIRCUIT APPROPRIATELY.

DENOTES RECEPTACLE THAT WILL SUPPORT
PRINTER. CIRCUIT APPROPRIATELY.

DENOTES  PROJECTION SCREEN. PROVIDE
ADEQUATE POWER SOURCE. VERIFY W/
MANUFACTURER.

PRJ

SERV #

UPS

DENOTES GROUND FAULT
INTERRUPTED CIRCUIT.

DENOTES RECEPTACLE THAT WILL
SUPPORT VENDING MACHINE.
PROVIDE DEDICATED OUTLET.
CIRCUIT APPROPRIATELY.

DENOTES PROJECTOR. PROVIDE ADEQUATE
POWER SOURCE. VERIFY W/
MANUFACTURER.

DENOTES SERVER. (Provide number if there are
more than one).

DENOTES UNINTERRUPTIBLE POWER
SUPPLY SYSTEMSGD

WH

REF

MW

DW

VM
GFI

ABBREVIATIONS

SCALE:

POWER AND COMMUNICATIONS PLAN
1/8"= 1'-0"

NOTES:  CONTRACTOR IS TO REFER TO GENERAL NOTES FOR BASIC PROJECT GUIDELINES, KEYNOTES
AND LEGENDS TO PROVIDE SPECIFIC SCOPE OF WORK.  CONTACT HHDA FOR ANY PROJECT SCOPE
CLARIFICATIONS.  KEYNOTES ARE USUALLY KEYED AND NOTED "TYPICAL" ONLY ONCE, WHEN THEY FIRST
OCCUR, AND ARE REPRESENTATIVE OF SIMILAR CONDITIONS THROUGHOUT, U.O.N.

WC DENOTES WATER COOLER. PROVIDE
ADEQUATE POWER SOURCE.

B

J DENOTES JUNCTION BOX FOR FUTURE WORKSTATION POWER/ DATA.

DENOTES BLANK PLATE.

BUILDING STANDARD DUPLEX RECEPTACLE.

BUILDING STANDARD QUADRUPLEX RECEPTACLE.

BUILDING STANDARD DATA/COMMUNICATIONS OUTLET. PROVIDE RING AND PULL STRING
ONLY, U.O.N.

DEDICATED DUPLEX RECEPTACLE.

POWER/ COMM. LEGEND POWER/COMM. KEYNOTES

EXISTING ELECTRICAL, DATA, J-BOXES, BLANK PLATES, THERMOSTATS AND
SWITCHES ARE NOTED IN GRAYSCALE.J B

KEY PLAN

SCALE:

1ST FLOOR
N.T.S.

AREA OF TENANT
IMPROVEMENT

SCALE:

REFLECTED CEILING PLAN
1/8" = 1'-0"
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EXISTING OPEN TO STRUCTURE

A

DENOTES NEW LED STRIP LIGHT.E

F

C1 COORDINATE WITH MEP ENGINEERS TO RUN DUCTWORK AS REQUIRED WITHIN OPEN TO STRUCTURE.  COORDINATE AS
REQUIRED AROUND AND BELOW EXISTING TRUSS SYSTEM.

C2 PROVIDE EXHAUST FAN TIED INTO SWITCH AND ACCESS PANEL AT NEW RESTROOM.

C3 RUN CONDUIT FOR FIXTURES AND POWER TIGHT TO CEILING/

DENOTES FLUSH FLOOR BOX DEVICE WITH POWER OUTLET.

NEW 2'x4' FLAT PANEL LED LIGHT FIXTURE.
MANUFACTURER: LITHONIA LIGHTING
MODEL: CPX 2X4 ALO8 SWW7 M2
OR APPROVED EQUAL

NEW 2'x2' FLAT PANEL LED LIGHT FIXTURE.
MANUFACTURER: LITHONIA LIHTING
MODEL: CPX 2X2 3200LM 40K A12 M4
OR APPROVED EQUAL.

EMERGENCY LIGHTING.  COORDINATE LOCATION OF EMERGENCY LIGHTING WITH
ELECTRICAL CONTRACTOR.

NEW 2'X2' BUILDING STANDARD SUSPENDED CEILING GRID AND TILE ASSEMBLY AT
(TBD ht.) A.F.F., U.O.N.

EM

DENOTES NEW HI-BAY PENDANT LIGHT FIXTURE WITH EMERGNECY LIGHTING BACK UP.
PROVIDE ABOVE CEILING ADEQUATE SUPPORT AND JUNCTION BOX FOR POWER
CONNECTION.SPEC:

A-EM

T S

GS EXISTING GARAGE DOOR CONTROL SWITCH

AREA NIC

AREA NIC

JOHN F. POHLING

LIC. NO. 020690
EXP: 7/15/2025
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