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JACKSONVILLE SHIPYARDS MIXED USE DEVELOPMENT
MARINA SUPPORT BUILDING, EVENT LAWN, & RIVERWALK
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JACKSONVILLE SHIPYARDS MIXED USE DEVELOPMENT
MARINA SUPPORT BUILDING, EVENT LAWN, & RIVERWALK
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1/8" = 1'-0"1 FIRST FLOOR PLAN

OPERATIONS.  THE ENVIRONMENTAL RESOURCES WITHIN 
THE PROJECT BOUNDARIES AND THOSE AFFECTED OUTSIDE 
THE LIMITS OF PERMANENT WORK SHALL BE PROTECTED 
DURING THE ENTIRE DURATION OF THIS WORK.  COMPLY 
WITH ALL APPLICABLE ENVIRONMENTAL FEDERAL, STATE, 
AND LOCAL LAWS AND REGULATIONS.

4. DO NOT SCALE DRAWINGS.  WRITTEN DIMENSIONS 
GOVERN.  IN CASE OF CONFLICT, CONSULT ARCHITECT.

5. PARTITIONS ARE DIMENSIONED FROM STUD TO STUD, 
U.N.O.  MAINTAIN DIMENSIONS MARKED "CLEAR".  ALLOW 
FOR THICKNESS OF FINISHES.

6. COORDINATE AND PROVIDE BACKING FOR MILLWORK 
AND ITEMS ATTACHED OR MOUNTED TO WALLS OR 
CEILINGS. 

7. ALL DOORS TO BE INSTALLED 4" OFF ABUTTING WALL ON 
HINGE SIDE, U.N.O.  UNDERCUT DOORS TO CLEAR TOP OF 
FLOOR FINISHES BY 1/4" UNO.

8. CONTRACTOR SHALL FIELD VERIFY ALL EXISTING 
CONDITIONS PRIOR TO COMMENCING CONSTRUCTION 
WORK.

9. REFER TO MECHANICAL, PLUMBING, ELECTRICAL, AND 
FIRE PROTECTION SHEETS FOR ADDITIONAL INFORMATION.

10. CONTROL JOINTS IN GWB SHALL BE LOCATED BASED ON 
THE FOLLOWING REQUIREMENTS:

A. WALL PARTITION OR CEILING THAT TRAVERSES A 
BUILDING EXPANSION JOINT IN THE BASE BUILDING.

B. WALL PARTITION THAT RUNS IN AN UNINTERRUPTED 
STRAIGHT PLANE EXCEEDING 30 LINEAL FEET.

C. INTERIOR CEILING WITHOUT PERIMETER RELIEF 
EXCEEDING 30 LINEAL FEET AND 900 SF. (50 LF AND 
2,500 SF W/ PERIMETER RELIEF). 

D. WHERE CEILING FRAMING MEMBERS CHANGE 
DIRECTION.
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1/8" = 1'-0"1 FIRST FLOOR PLAN

1. REFER TO LIFE SAFETY PLANS FOR ADDITIONAL 
INFORMATION.

2. ALL WORK SHALL BE ACCOMPLISHED IN ACCORDANCE 
WITH APPLICABLE LOCAL, STATE, AND FEDERAL 
REQUIREMENTS.

3. MINIMIZE ENVIRONMENTAL POLLUTION AND DAMAGE 
THAT MAY OCCUR AS THE RESULT OF CONSTRUCTION 
OPERATIONS.  THE ENVIRONMENTAL RESOURCES WITHIN 
THE PROJECT BOUNDARIES AND THOSE AFFECTED OUTSIDE 
THE LIMITS OF PERMANENT WORK SHALL BE PROTECTED 
DURING THE ENTIRE DURATION OF THIS WORK.  COMPLY 
WITH ALL APPLICABLE ENVIRONMENTAL FEDERAL, STATE, 
AND LOCAL LAWS AND REGULATIONS.

4. DO NOT SCALE DRAWINGS.  WRITTEN DIMENSIONS 
GOVERN.  IN CASE OF CONFLICT, CONSULT ARCHITECT.

5. PARTITIONS ARE DIMENSIONED FROM STUD TO STUD, 
U.N.O.  MAINTAIN DIMENSIONS MARKED "CLEAR".  ALLOW 
FOR THICKNESS OF FINISHES.

6. COORDINATE AND PROVIDE BACKING FOR MILLWORK 
AND ITEMS ATTACHED OR MOUNTED TO WALLS OR 
CEILINGS. 

7. ALL DOORS TO BE INSTALLED 4" OFF ABUTTING WALL ON 
HINGE SIDE, U.N.O.  UNDERCUT DOORS TO CLEAR TOP OF 
FLOOR FINISHES BY 1/4" UNO.

8. CONTRACTOR SHALL FIELD VERIFY ALL EXISTING 
CONDITIONS PRIOR TO COMMENCING CONSTRUCTION 
WORK.

9. REFER TO MECHANICAL, PLUMBING, ELECTRICAL, AND 
FIRE PROTECTION SHEETS FOR ADDITIONAL INFORMATION.

10. CONTROL JOINTS IN GWB SHALL BE LOCATED BASED ON 
THE FOLLOWING REQUIREMENTS:

A. WALL PARTITION OR CEILING THAT TRAVERSES A 
BUILDING EXPANSION JOINT IN THE BASE BUILDING.

B. WALL PARTITION THAT RUNS IN AN UNINTERRUPTED 
STRAIGHT PLANE EXCEEDING 30 LINEAL FEET.

C. INTERIOR CEILING WITHOUT PERIMETER RELIEF 
EXCEEDING 30 LINEAL FEET AND 900 SF. (50 LF AND 
2,500 SF W/ PERIMETER RELIEF). 

D. WHERE CEILING FRAMING MEMBERS CHANGE 
DIRECTION.

GENERAL PLAN NOTES:
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1/8" = 1'-0"1 FIRST FLOOR PLANN

BUILDING SUMMARY - INTERIOR

Name Area %

1 RESTAURANT 2,200 SF 40%

2 KITCHEN 750 SF 14%

3 BOH CORRIDOR 66 SF 1%

4 STORAGE/MEP 240 SF 4%

5 STORAGE/IT 43 SF 1%

6 RESTROOM 340 SF 6%

7 PUBLIC RESTROOM 768 SF 14%

8 LAUNDRY ROOM 113 SF 2%

9 RETAIL 624 SF 11%

10 MSB OFFICE 367 SF 7%
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MARINA SUPPORT BUILDING FLOORPLAN

BUILDING SUMMARY - EXTERIOR

Name Area

11 OUTDOOR DINING 1,020 SF

12 BOH ENCLOSURE 3,960 SF
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