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MECHANICAL & PLUMBING NOTES  
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Toilet

PLUMBING NOTES:

PER FBC (P) 607.1.1

PLUMBING NOTES:

PER FBC (P) 607.1.1

PLUMBING NOTES:

FRESH AIR CALCULATION

MECHANICAL NOTES:

Sales Use Occupancy Total: 975 cfm

Sales Use Occupancy Per Table 403.3 

By space: 1800x0.12=216cfm

Total Heat/Cool Gross Sq. Ft. = 1800

All the fresh air needed for ventilation should be installing

8" metal pipe on the return duct with motorized damper

 connecting with carbon dioxide sensor

Table 403.3 Requires 7.5cfm/person and 0.12cfm/fts

Total outdoor airflow=0.202 +216=216.2 cfm

15/1000(1.8)=0.027

By occupancy:  

15

1000

(1.8) x 7.5= 0.202 cfm
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INTERIOR PARTITION FOR FUTURE TENANT(S)

Shell Floor & Life Safety Plan

EXISTING PEDESTRIAN SIDEWALK

Toilet

Exist'g

Toilet

Exist'g

2013 Unit "A"

Apprx. 954 Sq. Ft

2013 Unit "B"

Apprx. 787 Sq. Ft

2013 Unit "C"

Apprx. 788 Sq. Ft

Toilet

Exist'g

LEGEND:

DENOTES FIRE EXTINGUISHER  

DENOTES TRAVEL PATH

F.E

TACTILE EXIT SIGN PER NFPA 101 ( 7.10.1.3 ) & FBC 1006.3.4

TACTILE SIGNAGE STATING " EXIT" SHALL BE INSTALLED 

ADJACENT OF THE LATCH SIDE OF DOOR 60 INCHES ABOVE

FINISHED FLOOR TO THE CENTER OF THE SIGN.

FIG-2

DENOTES EXIT PATH

ELECTRICAL PANEL W/ DISCONNECT

WITH LED EXIT LIGHT COMBINATION

DENOTES EXIT SIGN  

DENOTES EMERGENCY EXIT  

DENOTES EMERGENCY LIGHT

A-1

BUSINESS

NOT AVAILABLE (SEPARATE PERMIT FOR FUTURE USAGE)

FIRE :CODE SUMMARY 

APPLICABLE CODES:

BUILDING CODE SUMMARY

FLORIDA BUILDING CODE 2020 7TH EDITION

APPLICABLE FIRE CODES: FLORIDA FIRE PREVENTIVE CODE ON NFPA

FLORIDA CODE 2020 7TH EDITION & NFPA 101 LIFE SAFETY CODE  

RESTROOM SIGNAGE SHALL COMPLY WITH FBC ACC 216.4, 703.1, 703.2 AND 703.5

* OCCUPANCY TYPE. SUB CLASSIFICATION

* BUILDING CONSTRUCTION TYPE 

* NUMBER OF STORIES:  

* BUILDING HEIGHT: APPROXIMATE  

* INTERIOR WALL FINISH & CEILING FINISHES: 

* ALLOWABLE COMMON PATH OF TRAVEL LIMIT: 

* ANY FIRE PROTECTION SYSTEM: 

 FLORIDA FIRE PREVENTIVE CODE 2020

TO BEST KNOWLEDGE, PROJECT COMPLIES WITH 7th EDITION  FFPC

III-B

1 STORY

15 FEET

A,B, OR C

75

ABC FIRE EXTINGUISHERS

* INTERIOR WALL FINISH & CEILING FINISHES: 

FLAME SPREAD 26-75  

 SMOKE DEVELOPMENTS  0-450

* ZONING

CCG-2

BUILDING OCCUPANCY LOAD

* DEAD END LIMIT: 

50

* TRAVEL DISTANCE LIMIT: 

200

BUILDING -SPRINKLERED (Y) (N)

NO

Existing Floor Plan 

SCALE 1/4" = 1'-0"
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Exist'g

Previous Game Arcade

Approx=1920 sq. ft

Toilet

Exist'g

Toilet

Exist'g

1020 SQ FT (HEAT/COOL)

* COMBINED SQUARE FT AREA: APPROXIMATE.  

* UNIT A SQUARE FT AREA: APPROXIMATE.  

* UNIT B SQUARE FT AREA: APPROXIMATE.  

* UNIT C  SQUARE FT AREA: APPROXIMATE.  

ALL INTERIOR WALLS ARE EXISTING WALLS- NO CHANGES REQUIRED

800 SQ FT (HEAT/COOL)

980 SQ FT (HEAT/COOL)

2800 SQ FT (HEAT/COOL)

Occupancy: TBA Occupancy: TBA Occupancy: TBA
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OCCUPANCY :  

ADDRESS:          2013 JAMMES ROAD

JAX, FLORIDA.

ZONING:      CCG-1

WIND LOAD: EXPOSURE B

GROSS AREA: APPROX. 2800 SQ FT

MALE / FEMALE WATER CLOSET

PROPERTY SUMMARY

EXISTING BLDG CODE 2020 7TH EDITION

OCCUPANCY LOAD : NFPA TABLE 7.3.1.2 & FBC 2020 7th EDITION

PER FBC (P) TABLE 403 MIN NUMBER OF REQUIRED PLUMBING FIXTURES

MINIMUM PLUMBING PER FBC (P)403 2020 7TH EDITION

1 PER 25 FOR THE FIRST 50  

AND 1 PER 50 FOR THE REMAINDER

EXCEEDING 50  

NFPA 101 7.10.1.3 EXIT DOOR TACTILE SIGNAGE 

NFPA 101 7.2.1.5 LOCKS, LATCHES, AND ALARM DEVICES

01

02

NFPA 101 7.2.1.7 PANIC HARDWARE & FIRE EXIT HARDWARE
03

69A 60.0081 NOTICE FOR STRUCTURES WITH LIGHT FRAME TRUSS-TYPE CONSTRUCTION04

A-1 FLOOR PLAN LIFE SAFETY PLAN  

A-0  COVER SHEET AND NOTES

LEGEND

FIRE MARSHALL NOTES

APPLICABLE CODES:

BUILDING CODE SUMMARY

FLORIDA BUILDING CODE 2020 7TH EDITION

SCOPE OF WORK:  ALTERATIONS / REPAIRS BY OWNER

1. NEW  FLOOR PLAN- PARTITIONING OF SHELL SPACE

2. EXISTING STRIP MALL

3. EXISTING PLUMBING WORK REQUIRED  

5. NEW ELECTRICAL WORK REQUIREDI

4. NEW MECHANICAL WORK REQUIRED 

BUSINESS

MALE / FEMALE WATER CLOSET

SOLOMON OLOPADE ARCHITECT

960 ROGERO ROAD #2

JACKSONVILLE, FLORIDA 

APPLICABLE CODES:

FLORIDA BUILDING CODE ( MECHANICAL )2020 7TH EDITION

APPLICABLE CODES:

FLORIDA BUILDING CODE ( PLUMBING ) 2020 7TH EDITION

APPLICABLE CODES:

FLORIDA BUILDING CODE ( ELECTRICAL ) 2020 7TH EDITION

APPLICABLE CODES:

FLORIDA BUILDING CODE ( ACCESSIBLE ) 2020 7TH EDITION

APPLICABLE CODES:

FLORIDA BUILDING CODE ( EXISTING) 2020 7TH EDITION

WITH FBC1011 AND FBC ACC 216.4, 

RESTROOM SIGNAGE COMPLIES

703.1,703.2 AND 703.5

CONVERTING USE

AND 1 PER 80 FOR THE REMAINDER

1 PER 40 FOR THE FIRST 80  

EXCEEDING 80  

EMP-1 ELECT. MECH. PLUMBING PLAN 

SHELL BUILD OUT FOR FUTURE TENANTS

JAMMES ROAD
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