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SYSTEM NOTES:
ROOFS

WOOD FRAME EXTERIOR WALLSWOOD FRAME EXTERIOR WALLSWOOD FRAME EXTERIOR WALLSWOOD FRAME EXTERIOR WALLS
• PORTLAND CEMENT STUCCO SYSTEM w/ ACRYLIC FINISH COAT:

STUCCO ELASTOMERIC FINISH COAT - over
PORTLAND CEMENT BASE COAT TO LEVEL SURFACE - over

• 2.5 LB. GALVANIZED METAL LATH - over
• 30# FELT SLIP SHEET - over
• TYVEK COMMERCIAL WRAP AIR & WEATHER BARRIER. TAPE ALL SEAMS &

PENETRATIONS. - over
• 1/2" FOIL FACED POLYISCOCYANURATE INSLULATION SHEATHING (R-3.3) -

over
• 7/16" OSB SHEATHING (SEE STRUCT) - over
• WOOD STUD FRAMING

EXISTING 2x6 WOOD STUDS. INSPECT AND REPLACE ANY ROTTEN OR
HEAVILY DAMAGED FRAMING MEMBERS

-or-
NEW 2x6 WOOD STUDS @ 16" O.C.

• UNFACED FIBER GLASS BATT INSULATION (R-21)
• 6mil POLY VAPOR BARRIER @ INTEROR FACE OF STUDS. TAPE ALL SEAMS

AND JOINTS.
• 5/8" GYPSUM WALL BOARD w/ TEXTURE AND PAINT.

W1W1W1W1

EXTERIOR WALLS

W2W2W2W2

W3W3W3W3
NEW & EXISTING CONCRETE FOUNDATION WALLSNEW & EXISTING CONCRETE FOUNDATION WALLSNEW & EXISTING CONCRETE FOUNDATION WALLSNEW & EXISTING CONCRETE FOUNDATION WALLS
• 1" EXTRUDED POLYSTYRENE INSULATION (R-5) - over
• FLUID APPLIED DAMPPROOFING - over
• NEW OR EXISTING CONCRETE FOUNDATION WALL - over
• 2x4 FURRING @ 16" O.C. - with
• SPAY APPLIED FIBERGLASS INSULATION (R-15) - over
• 6mil VAPOR BARRIER - over
• 5/8" GYPSUM WALL BOARD
NOTES:
• THE MAJORITY OF THE ABOVE GRADE PORTIONS OF THE 1"

POLYSTYRENE INSULATION BOARD WILL BE PROTECTED BY THE
MANUFACTURED STONE VENEER. THE SMALL PORTION BETWEEN THE
BOTTOM OF THE STONE VENEER AND GRADE SHALL BE PROTECTED BY
20ga GALVANIZED SHEET METAL FLASHING.

• ANY WOOD IN DIRECT CONTACT WITH CONCRETE SHAALL BE PRESSURE-
PRESERVATIVE TREATED.

MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"
• MANUFACTURED STONE VENEER (NOMINAL, 2" INDICATED):

USE PREFORMED OUTSIDE CORNERS
FULLY BUTTER THE BACKS OF STONES
POINT ALL JOINTS FULL w/COLORED MORTAR, TOOLED & FINISHED - over

• PORTLAND CEMENT SETTING BED - over
• METAL LATH ATTACHED w/ GALVANIZED SELF-FURRING NAILS OR STAPLES - on
• 30# FELT SLIP SHEET - over
• BALANCE OF WALL STRUCTURE (NEW OR EXISTING CONCRETE FOUNDATION

WALLS or TYPICAL WOOD FRAME EXTERIOR WALL)

R1R1R1R1
FLAT ROOF AT MECHANICAL WELLFLAT ROOF AT MECHANICAL WELLFLAT ROOF AT MECHANICAL WELLFLAT ROOF AT MECHANICAL WELL
• FULLY ADHERED TPO MEMBRANE  SYSTEM (CARLISLE SYNTECH)
  COLOR 'WHITE' - over
• 1/2" DENSDECK PRIME GLASS MAT GYPSUM COVER BOARD - over
• FLAT ROOF INSUL. BD.: (POLYISOCYANURATE R-40 MIN) w/TAPERED

POLYISO INSUL. CRICKETS - over
• OSB or PLYWOOD SHEATHING (SEE STRUCT) - over
• ENGINEERED WOOD I-JOIST STRUCTURE (SEE STRUCT.) - over
• HEAT WELDABLE WALKWAY PADS AS INDICATED OR AS REQ'D TO

ACCESS ALL ROOFTOP EQUIP.
• 10 YR. TOTAL ROOF SYSTEM WARRANTY WITH 100 MPH WIND WARRANTY

(3 SECOND GUST, MEASURED 10M ABOVE GROUND)

R2R2R2R2
ASPHALT SHINGLES ON WOOF FRAME ROOFASPHALT SHINGLES ON WOOF FRAME ROOFASPHALT SHINGLES ON WOOF FRAME ROOFASPHALT SHINGLES ON WOOF FRAME ROOF
• ASPHALT SHINGLES - COLOR SELECTED FROM MANUFACTURER'S

STANDARD RANGE BY OWNER - over
• 30# FELT UNDERLAYMENT - over
• FULL COVERAGE ICE & WATER MEMBRANE UNDERLAYMENT AT UNHEATED

SPACES AND 24" INSIDE OF EXTERIOR WALLS - over
• OSB or PLYWOOD SHEATHING (SEE STRUCT) - over
• WOOD JOIST or TRUSS FRAMING (SEE STRUCT) - with
• R-40 MIN SPRAY APPLIED FIBERGLASS INSULATION - over
• 6mil POLY VAPOR BARRIER, TAPE ALL SEAMS AND JOINTS - over
• CEILING FINISH PER REFLECTED CEILING PLAN

F2F2F2F2 INTERIOR CONCRETE SLAB-ON-GRADEINTERIOR CONCRETE SLAB-ON-GRADEINTERIOR CONCRETE SLAB-ON-GRADEINTERIOR CONCRETE SLAB-ON-GRADE
• 5" CONC. SLAB ON GRADE DIRECTLY - over
• VAPOR BARRIER (15 MIL STEGO WRAP - TAPE ALL SEAMS & PENETRATIONS.

TERMINATE EDGES PER MANUF. - over
• 4" GRAVEL FILL
• PREPARE SUBGRADE PER GEOTECHNICAL REPORT
• REINF. W/ REBAR REINF. PER STRUCT.
• C.J.'S SPACED PER STRUCT.
• CONC. WATER:CEMENT RATIO NOT TO EXCEED 0.45
• WATER CURE OR COVER CURE REQ'D. (SPRAY COMPOUND CURE NOT

ALLOWED)
• STEEL TROWEL FINISH WHERE SLAB IS EXPOSED TO VIEW (SEE PLANS).

NOTE:  SLAB SHALL BE TESTED FOR WATER VAPOR EMMISSIVITY AND PH
PRIOR TO APPLICATION OF FINISH FLOORING MATERIALS. MAX ALLOWABLE
EMMISSIVITY IS 3 LBS/1000 S.F./24 HRS. MAX PH IS 9. (OR THE MAX.
ALLOWABLE VALUES PER MFR'S OF FINISH FLOOR MATERIALS AND GLUES TO
BE USED.  IF THE SLAB FAILS THE TESTING, MITIGATION SHALL BE APPLIED,
WHICH SHALL INCLUDE THE FOLLOWING:
• BEAD BLASTING
• APPLICATION OF EPOXY-BASED SEALER
• CEMENTITIOUS COATNG AS RECOMMENDED BY SEALANT MANUF.

FLOORS

F3F3F3F3 STRUCTURAL CONCETE FLOOR INFILLSTRUCTURAL CONCETE FLOOR INFILLSTRUCTURAL CONCETE FLOOR INFILLSTRUCTURAL CONCETE FLOOR INFILL
• CONC. SLAB TO MATCH THICKNESS OF EXISITNG FLOOR SLAB
• DOWEL INTO EXISITNG FLOOR AND REINFORCE PER STRUCTURAL DRAWINGS.
• REFER TO VAPOR EMMISSIVTY NOTES ABOVE BEFORE INSTALLATION OF

FLOOR FINISHES.

EXTERIOR CONCRETE PAVINGEXTERIOR CONCRETE PAVINGEXTERIOR CONCRETE PAVINGEXTERIOR CONCRETE PAVING
• EXT. CONCRETE PAVING ON GRADE REINF. W/ FIBERMESH
• THICKNESS PER RECOMMENDATIONS OF GEOTECHNICAL REPORT
• LIGHT BROOM FINISH AT ALL WALKS

F4F4F4F4

F1F1F1F1 WOOD FRAMED FLOORWOOD FRAMED FLOORWOOD FRAMED FLOORWOOD FRAMED FLOOR
• FLOOR FINISH PER FINISH SCHEDULE
• 3/4" TOUNGE AND GROOVE SHEATHING PER STRUCTURAL DRAWINGS - over
• 9 1/2" WOOD I-JOISTS PER STRUCTURAL DRAWINGS - over
• CEILING PER REFLECTED CEILING PLAN

24"x24" ACOUSTIC CEILING TILE24"x24" ACOUSTIC CEILING TILE24"x24" ACOUSTIC CEILING TILE24"x24" ACOUSTIC CEILING TILE
• 2X4 ACOUSTIC CEILING TILE W/ 2X2 SCORE (SECOND LOOK) - in
• 9/16" PREFIN. METAL SUSPENSION GRID SYSTEM (WHITE)

C2C2C2C2

GYPSUM BOARD CEILINGGYPSUM BOARD CEILINGGYPSUM BOARD CEILINGGYPSUM BOARD CEILING
• 5/8" GYPSUM BOARD (PAINTED) - on
• 2x WOOD SOFFIT FRAMING

-or-
• RESILIENT FURRING - on
• FLOOR STRUCTURE ABOVE

C3C3C3C3

24"x48" ACOUSTIC CEILING TILE24"x48" ACOUSTIC CEILING TILE24"x48" ACOUSTIC CEILING TILE24"x48" ACOUSTIC CEILING TILE
• 2X4 ACOUSTIC CEILING TILE - in
• 9/16" PREFIN. METAL SUSPENSION SYSTEM (WHITE)

C1C1C1C1

CEILINGS & SOFFITS

S1S1S1S1
TEXTURED SOFFIT COATING SYSTEMTEXTURED SOFFIT COATING SYSTEMTEXTURED SOFFIT COATING SYSTEMTEXTURED SOFFIT COATING SYSTEM
• SYNTHETIC STUCCO ELASTOMERIC FINISH COAT - over
• PORTLAND CEMENT BASE COAT W/ EMBEDDED F.G. SCRIM - over
• 5/8" "DENSGLASS GOLD" GYP. SOFFIT BOARD - over
• WOOD SOFFIT FRAMING
• 1/2" SEALANT JT. & VINYL J TRIM AT ALL EXPOSED EDGES

FLOOR PLAN LEGEND

ITEMS TO BE  REMAINITEMS TO BE  REMAINITEMS TO BE  REMAINITEMS TO BE  REMAIN
PREPARE TO RECEIVE NEW
FINISHES

NEW WOOD FRAMED FLOOR:NEW WOOD FRAMED FLOOR:NEW WOOD FRAMED FLOOR:NEW WOOD FRAMED FLOOR:
REFER TO STRUCTURAL DRAWINGS.

NEW CONCRETE SLAB ON GRADE:NEW CONCRETE SLAB ON GRADE:NEW CONCRETE SLAB ON GRADE:NEW CONCRETE SLAB ON GRADE:
REFER TO STRUCTURAL DRAWINGS

#### GRID LINE REFERENCING EXISTINGGRID LINE REFERENCING EXISTINGGRID LINE REFERENCING EXISTINGGRID LINE REFERENCING EXISTING
BUILDING (FINISH SURFACE ORBUILDING (FINISH SURFACE ORBUILDING (FINISH SURFACE ORBUILDING (FINISH SURFACE OR
CENTER LINE OF COLUMNS)CENTER LINE OF COLUMNS)CENTER LINE OF COLUMNS)CENTER LINE OF COLUMNS)

GRID LINE REFERENCING FACE OFGRID LINE REFERENCING FACE OFGRID LINE REFERENCING FACE OFGRID LINE REFERENCING FACE OF
FRAMING AT NEW CONSTRUCTIONFRAMING AT NEW CONSTRUCTIONFRAMING AT NEW CONSTRUCTIONFRAMING AT NEW CONSTRUCTION

####

NEW WALLS, DOORS AND OTHERNEW WALLS, DOORS AND OTHERNEW WALLS, DOORS AND OTHERNEW WALLS, DOORS AND OTHER
ITEMS TO BE INSTALLED.ITEMS TO BE INSTALLED.ITEMS TO BE INSTALLED.ITEMS TO BE INSTALLED.
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SYSTEM NOTES:
ROOFS

WOOD FRAME EXTERIOR WALLSWOOD FRAME EXTERIOR WALLSWOOD FRAME EXTERIOR WALLSWOOD FRAME EXTERIOR WALLS
• PORTLAND CEMENT STUCCO SYSTEM w/ ACRYLIC FINISH COAT:

STUCCO ELASTOMERIC FINISH COAT - over
PORTLAND CEMENT BASE COAT TO LEVEL SURFACE - over

• 2.5 LB. GALVANIZED METAL LATH - over
• 30# FELT SLIP SHEET - over
• TYVEK COMMERCIAL WRAP AIR & WEATHER BARRIER. TAPE ALL SEAMS &

PENETRATIONS. - over
• 1/2" FOIL FACED POLYISCOCYANURATE INSLULATION SHEATHING (R-3.3) -

over
• 7/16" OSB SHEATHING (SEE STRUCT) - over
• WOOD STUD FRAMING

EXISTING 2x6 WOOD STUDS. INSPECT AND REPLACE ANY ROTTEN OR
HEAVILY DAMAGED FRAMING MEMBERS

-or-
NEW 2x6 WOOD STUDS @ 16" O.C.

• UNFACED FIBER GLASS BATT INSULATION (R-21)
• 6mil POLY VAPOR BARRIER @ INTEROR FACE OF STUDS. TAPE ALL SEAMS

AND JOINTS.
• 5/8" GYPSUM WALL BOARD w/ TEXTURE AND PAINT.

W1W1W1W1

EXTERIOR WALLS

W2W2W2W2

W3W3W3W3
NEW & EXISTING CONCRETE FOUNDATION WALLSNEW & EXISTING CONCRETE FOUNDATION WALLSNEW & EXISTING CONCRETE FOUNDATION WALLSNEW & EXISTING CONCRETE FOUNDATION WALLS
• 1" EXTRUDED POLYSTYRENE INSULATION (R-5) - over
• FLUID APPLIED DAMPPROOFING - over
• NEW OR EXISTING CONCRETE FOUNDATION WALL - over
• 2x4 FURRING @ 16" O.C. - with
• SPAY APPLIED FIBERGLASS INSULATION (R-15) - over
• 6mil VAPOR BARRIER - over
• 5/8" GYPSUM WALL BOARD
NOTES:
• THE MAJORITY OF THE ABOVE GRADE PORTIONS OF THE 1"

POLYSTYRENE INSULATION BOARD WILL BE PROTECTED BY THE
MANUFACTURED STONE VENEER. THE SMALL PORTION BETWEEN THE
BOTTOM OF THE STONE VENEER AND GRADE SHALL BE PROTECTED BY
20ga GALVANIZED SHEET METAL FLASHING.

• ANY WOOD IN DIRECT CONTACT WITH CONCRETE SHAALL BE PRESSURE-
PRESERVATIVE TREATED.

MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"MANUFACTURED STONE VENEER from GRADE LEVEL TO 103'-6"
• MANUFACTURED STONE VENEER (NOMINAL, 2" INDICATED):

USE PREFORMED OUTSIDE CORNERS
FULLY BUTTER THE BACKS OF STONES
POINT ALL JOINTS FULL w/COLORED MORTAR, TOOLED & FINISHED - over

• PORTLAND CEMENT SETTING BED - over
• METAL LATH ATTACHED w/ GALVANIZED SELF-FURRING NAILS OR STAPLES - on
• 30# FELT SLIP SHEET - over
• BALANCE OF WALL STRUCTURE (NEW OR EXISTING CONCRETE FOUNDATION

WALLS or TYPICAL WOOD FRAME EXTERIOR WALL)

R1R1R1R1
FLAT ROOF AT MECHANICAL WELLFLAT ROOF AT MECHANICAL WELLFLAT ROOF AT MECHANICAL WELLFLAT ROOF AT MECHANICAL WELL
• FULLY ADHERED TPO MEMBRANE  SYSTEM (CARLISLE SYNTECH)
  COLOR 'WHITE' - over
• 1/2" DENSDECK PRIME GLASS MAT GYPSUM COVER BOARD - over
• FLAT ROOF INSUL. BD.: (POLYISOCYANURATE R-40 MIN) w/TAPERED

POLYISO INSUL. CRICKETS - over
• OSB or PLYWOOD SHEATHING (SEE STRUCT) - over
• ENGINEERED WOOD I-JOIST STRUCTURE (SEE STRUCT.) - over
• HEAT WELDABLE WALKWAY PADS AS INDICATED OR AS REQ'D TO

ACCESS ALL ROOFTOP EQUIP.
• 10 YR. TOTAL ROOF SYSTEM WARRANTY WITH 100 MPH WIND WARRANTY

(3 SECOND GUST, MEASURED 10M ABOVE GROUND)

R2R2R2R2
ASPHALT SHINGLES ON WOOF FRAME ROOFASPHALT SHINGLES ON WOOF FRAME ROOFASPHALT SHINGLES ON WOOF FRAME ROOFASPHALT SHINGLES ON WOOF FRAME ROOF
• ASPHALT SHINGLES - COLOR SELECTED FROM MANUFACTURER'S

STANDARD RANGE BY OWNER - over
• 30# FELT UNDERLAYMENT - over
• FULL COVERAGE ICE & WATER MEMBRANE UNDERLAYMENT AT UNHEATED

SPACES AND 24" INSIDE OF EXTERIOR WALLS - over
• OSB or PLYWOOD SHEATHING (SEE STRUCT) - over
• WOOD JOIST or TRUSS FRAMING (SEE STRUCT) - with
• R-40 MIN SPRAY APPLIED FIBERGLASS INSULATION - over
• 6mil POLY VAPOR BARRIER, TAPE ALL SEAMS AND JOINTS - over
• CEILING FINISH PER REFLECTED CEILING PLAN

F2F2F2F2 INTERIOR CONCRETE SLAB-ON-GRADEINTERIOR CONCRETE SLAB-ON-GRADEINTERIOR CONCRETE SLAB-ON-GRADEINTERIOR CONCRETE SLAB-ON-GRADE
• 5" CONC. SLAB ON GRADE DIRECTLY - over
• VAPOR BARRIER (15 MIL STEGO WRAP - TAPE ALL SEAMS & PENETRATIONS.

TERMINATE EDGES PER MANUF. - over
• 4" GRAVEL FILL
• PREPARE SUBGRADE PER GEOTECHNICAL REPORT
• REINF. W/ REBAR REINF. PER STRUCT.
• C.J.'S SPACED PER STRUCT.
• CONC. WATER:CEMENT RATIO NOT TO EXCEED 0.45
• WATER CURE OR COVER CURE REQ'D. (SPRAY COMPOUND CURE NOT

ALLOWED)
• STEEL TROWEL FINISH WHERE SLAB IS EXPOSED TO VIEW (SEE PLANS).

NOTE:  SLAB SHALL BE TESTED FOR WATER VAPOR EMMISSIVITY AND PH
PRIOR TO APPLICATION OF FINISH FLOORING MATERIALS. MAX ALLOWABLE
EMMISSIVITY IS 3 LBS/1000 S.F./24 HRS. MAX PH IS 9. (OR THE MAX.
ALLOWABLE VALUES PER MFR'S OF FINISH FLOOR MATERIALS AND GLUES TO
BE USED.  IF THE SLAB FAILS THE TESTING, MITIGATION SHALL BE APPLIED,
WHICH SHALL INCLUDE THE FOLLOWING:
• BEAD BLASTING
• APPLICATION OF EPOXY-BASED SEALER
• CEMENTITIOUS COATNG AS RECOMMENDED BY SEALANT MANUF.

FLOORS

F3F3F3F3 STRUCTURAL CONCETE FLOOR INFILLSTRUCTURAL CONCETE FLOOR INFILLSTRUCTURAL CONCETE FLOOR INFILLSTRUCTURAL CONCETE FLOOR INFILL
• CONC. SLAB TO MATCH THICKNESS OF EXISITNG FLOOR SLAB
• DOWEL INTO EXISITNG FLOOR AND REINFORCE PER STRUCTURAL DRAWINGS.
• REFER TO VAPOR EMMISSIVTY NOTES ABOVE BEFORE INSTALLATION OF

FLOOR FINISHES.

EXTERIOR CONCRETE PAVINGEXTERIOR CONCRETE PAVINGEXTERIOR CONCRETE PAVINGEXTERIOR CONCRETE PAVING
• EXT. CONCRETE PAVING ON GRADE REINF. W/ FIBERMESH
• THICKNESS PER RECOMMENDATIONS OF GEOTECHNICAL REPORT
• LIGHT BROOM FINISH AT ALL WALKS

F4F4F4F4

F1F1F1F1 WOOD FRAMED FLOORWOOD FRAMED FLOORWOOD FRAMED FLOORWOOD FRAMED FLOOR
• FLOOR FINISH PER FINISH SCHEDULE
• 3/4" TOUNGE AND GROOVE SHEATHING PER STRUCTURAL DRAWINGS - over
• 9 1/2" WOOD I-JOISTS PER STRUCTURAL DRAWINGS - over
• CEILING PER REFLECTED CEILING PLAN

24"x24" ACOUSTIC CEILING TILE24"x24" ACOUSTIC CEILING TILE24"x24" ACOUSTIC CEILING TILE24"x24" ACOUSTIC CEILING TILE
• 2X4 ACOUSTIC CEILING TILE W/ 2X2 SCORE (SECOND LOOK) - in
• 9/16" PREFIN. METAL SUSPENSION GRID SYSTEM (WHITE)

C2C2C2C2

GYPSUM BOARD CEILINGGYPSUM BOARD CEILINGGYPSUM BOARD CEILINGGYPSUM BOARD CEILING
• 5/8" GYPSUM BOARD (PAINTED) - on
• 2x WOOD SOFFIT FRAMING

-or-
• RESILIENT FURRING - on
• FLOOR STRUCTURE ABOVE

C3C3C3C3

24"x48" ACOUSTIC CEILING TILE24"x48" ACOUSTIC CEILING TILE24"x48" ACOUSTIC CEILING TILE24"x48" ACOUSTIC CEILING TILE
• 2X4 ACOUSTIC CEILING TILE - in
• 9/16" PREFIN. METAL SUSPENSION SYSTEM (WHITE)

C1C1C1C1

CEILINGS & SOFFITS

S1S1S1S1
TEXTURED SOFFIT COATING SYSTEMTEXTURED SOFFIT COATING SYSTEMTEXTURED SOFFIT COATING SYSTEMTEXTURED SOFFIT COATING SYSTEM
• SYNTHETIC STUCCO ELASTOMERIC FINISH COAT - over
• PORTLAND CEMENT BASE COAT W/ EMBEDDED F.G. SCRIM - over
• 5/8" "DENSGLASS GOLD" GYP. SOFFIT BOARD - over
• WOOD SOFFIT FRAMING
• 1/2" SEALANT JT. & VINYL J TRIM AT ALL EXPOSED EDGES

FLOOR PLAN LEGEND

ITEMS TO BE  REMAINITEMS TO BE  REMAINITEMS TO BE  REMAINITEMS TO BE  REMAIN
PREPARE TO RECEIVE NEW
FINISHES

NEW WOOD FRAMED FLOOR:NEW WOOD FRAMED FLOOR:NEW WOOD FRAMED FLOOR:NEW WOOD FRAMED FLOOR:
REFER TO STRUCTURAL DRAWINGS.

NEW CONCRETE SLAB ON GRADE:NEW CONCRETE SLAB ON GRADE:NEW CONCRETE SLAB ON GRADE:NEW CONCRETE SLAB ON GRADE:
REFER TO STRUCTURAL DRAWINGS

#### GRID LINE REFERENCING EXISTINGGRID LINE REFERENCING EXISTINGGRID LINE REFERENCING EXISTINGGRID LINE REFERENCING EXISTING
BUILDING (FINISH SURFACE ORBUILDING (FINISH SURFACE ORBUILDING (FINISH SURFACE ORBUILDING (FINISH SURFACE OR
CENTER LINE OF COLUMNS)CENTER LINE OF COLUMNS)CENTER LINE OF COLUMNS)CENTER LINE OF COLUMNS)

GRID LINE REFERENCING FACE OFGRID LINE REFERENCING FACE OFGRID LINE REFERENCING FACE OFGRID LINE REFERENCING FACE OF
FRAMING AT NEW CONSTRUCTIONFRAMING AT NEW CONSTRUCTIONFRAMING AT NEW CONSTRUCTIONFRAMING AT NEW CONSTRUCTION

####

NEW WALLS, DOORS AND OTHERNEW WALLS, DOORS AND OTHERNEW WALLS, DOORS AND OTHERNEW WALLS, DOORS AND OTHER
ITEMS TO BE INSTALLED.ITEMS TO BE INSTALLED.ITEMS TO BE INSTALLED.ITEMS TO BE INSTALLED.
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SECOND FLOOR PLAN

MIRAMONT
FAMILY

MEDICINE

313 W. DRAKE ROAD, FORT COLLINS

BUILDING PERMIT DRAWINGS

2013-34

RJH

JFV

 1/8" = 1'-0" 1/8" = 1'-0" 1/8" = 1'-0" 1/8" = 1'-0"
1

SECOND FLOOR PLAN


